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 STA 77400 TO 97+00
'CONTRACTOR TO USE SILT FENCE-
MINIMIZE RUNOFF
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. STA 93415

.. CONTRACTOR TO INSTALL SINGLE

. ~WATER SERVICE AT PROPERTY LINE
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~~ NEXT TO EXISTING WATER SERMICE . "
-~ (COORDINATE WITH WVWA INSPECTOR) .

CUT, CAP & ABANDON.
_ EXISTING 2" PVC WATERLINE-
=~ (TO BE DONE BY WVWA).
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'WATERLINE NOTES:

1. ALL WATERLINE INSTALLED SHALL BE 12" CLASS 350 DUCTILE IRON

2. ALL UTIUTY CROSSINGS SHALL BE POTHOLED AHEAD OF CONSTRUCTION TO

1270

VERIFY CROSSING ELEVATIONS.

et S e et —3. MINIMUM COVER ON ALL WATERLINES SHALL BE 3.
.. 4. WATERMAIN SHALL BE INSTALLED 3' OFF EDGE OF PAVEMENT.
'5. ALL UTILTY CROSSING SHALL HAVE 18” MIN. SEPARATION OR CONTRACTOR.
. SHALL UTILIZE WWWA STANDARD G—8 CONCRETE PIER DETAIL
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WATERLINE PROFILE

SCALE
VERTICAL: 1°= 10’
HORIZONTAL: 17 = 50’
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WATER AUTHORITY

ENGINEERING SERVICES
601 S JEFFERSON ST, SUITE 300
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ROANOKE, VA 24011
540-853—-5641 or 540-853-5770
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Lic. No. 10252

PLAN & PROFILE

1500 ZONE CONNECTION
PROJECT-PHASE 2
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