CONTRACTOR SHALL RELOCATE EXISTING 2” PVC FORCEMAIN » nyA
INTO MANHOLE #45 AS SHOWN, WITHOUT INTERFERING WITH THE ™ - NOTE: CONTRACTOR SHALL NOT ATTEMPT TO RELOCATE
FORCEMAIN'S +7 FORCEMAIN UNTIL ALL SEWER DOWNSTREAM OF MANHOLE

-
M&L OPERATION.  MINIMUM COVER OVER THE
DOWS, WAYNE P. AND ELEANOR E. . #45 HAS BEEN TESTED AND ACCEPTED BY THE OWNER.

| - WTATED LINE SHALL BE 3 INCANY DIRECTION. .\ £
LAWSON, THOMAS T. AND ANNA L. N . DB 356 PG 318

DB 193 PG 497 / DUDLE -\ Manhole=45 .-
/ DB 3% JSTA 1334606 b
, A Rim=1258.7 g

anhole=46
STA 135+07.4
RIM=1257.0

r\S/i?Rh%eB—_—%% 9\ 2 24" WALNUT TREES
~— +01, ~¥Q._BE REMOVED
Manhole=47 Rim=1264:9.. ' | — e —

E STA 126450 /
10 OF 27

STA 136+47.2
IS §§m=1259.2’

S L LN MATCH LINE STA 140+50

APPROX. LOCATION OF .
EXISITING 2" FORCEMAIN, __ SaEE S 7
F'ELD‘ VER;FY' . s ™ - . .;--.._;:ﬁ.: y . ..-.:: s _w—“‘ Lt

/i 36" WALNUT / '
T0 BE PROTECTED / TO 8E REMOVED

- <1 B-12" TREES

Manhole=44, w/\vent .-~ TO BE PROTECTED

STA 129+34.9 " | .
Rim=1250.9" .|

it

48" WALNUT
TO BE PROTECTED

HORSE RING W/
SPUIT RAIL FENCE US ROUTE 779 R/W /

T BE REPAIRED
1% REQUIRE

Mﬂ’ ) TREELINE
/ 247 WALNUT

G

18" SYCAMORE
TO BE PROTECTED

TO BE REMOVED

12" GAS TRANSMISSION LINE TREELINE

CRAMPTON, RAYMOND W. AND DIANE C.
DB 297 PG 227

LAWSON, THOMAS T. AND ANNA L. : /
DB 184 PG 767 /

SCALES: SEE SHEET 1 OF 27 / _ _ / FONT DESIGNATES AS BUILT CHANGES TO DESIGN PLANS

1" =50 HOR FOR LEGEND /
1" =5" VER
@ T

%

| APPROX. LOCATION OF
| | | 2" PVE FORCEMAIN
- ‘ FIELD VERIFY

5

I~
£ L™
S

1270 1270

33HB4.9

133+84.9

aaw— .

A

:21‘?6’
\

TA/1

ST,

1259.2°

_..,.g...‘:.“,'_'..._.._.._._.__..*

RT.{| 779 R/W STA 134+68.4

1265 1265

47

CONTRACTQR SHALL
L...PROVIDE 31 MIN.
COVER & BLOPE
TO DRAIN

Manhole 49, w!/ vent
STA 1404 4:3.1
Rim ELEV

RT. 779 RAW S
Manhole

STA 136447.2
Rim ELEV =%

B Y
P

1260 1260

|

|

p—
END ICASING STA [134+96.9

Manhicle 45

STA 133+60.6

Rim ELEV = 1258.7
Mankole 46
STA135407.4

Rim IELEV = 125%.0°

0.25%
217 PV

44, w/ vent
= 1250.9'

+34.9

\
\
\

" ; ! [112 - 36" STEEL \ |
1255 7| Forcewan 10 ¢ cMESTEO— | p— ! Houseuenr e A -
| EX. GRADE (TYPICAL) o7 L INOMINAL WALL THICKNESS 0.375" /&4~ 5

UEV

‘f

|
\
\
/
s"\
}

RT IN = 1257.87

0.58%

_0.4-1% l G PVC.
[
1]
o
U
o~

. cnmzioe
R i

Manhot

STA 1
Rim E
|

'

1239.4’

1250 1250

|

.
\
\
!
!

20" D.IP.

\
i
INVERT OUT = 1p58.47

INVERT OUT =
INVE

1252.37

1251.69

1245

INVERT IN = 1253.66\\
W

\
\
||
1249.70 -

Rim ELEV =

Manhole 43
. STA 1264027

1245

INVERT OUT = [1253.16

INVERT JQUT =
INVERT IN

12 OF| 27

1240 1240

1247 ¥e |

INVERT (NE) IN| = 1251.69

INVERT OUT
INVERT (NW) N

ATCH LINE STA 140+50 NVERT N = 105857

INVERT IN

Y
I
7
u
73

INVERT]OUT = 1243\36\
i

I
4

1233.00

332.2°

425.7 i iy 148.7" e e | el 1 3G 8 s 154.7" e 241.2

¥

1230

i
H

INVERT iN
O} 1238.81
24452
249.88
1253.67
255.22
266.32
266.91

1225

1225

0 58400 159400 T30+

N
)}
+
O
N
~J
_é._

0 132+

O

0 | 139400 140+ 00 141+ 00

PSN EENFIELD CLLECT

0 133+ 9] 135+00 136+

0 134+

|_No. | Revision | By |Appd.| Date [Drawn

1 | Raise Bore Under Rt.779 SCG| WPJ |July 1997

D H: 1"=50" V: 1"=5'
D g r d TEERESET S %
" seo TINKER CR

EEK EXTENSION DECEMBER 1996
Checked I _ - ' ' PROJECT: 96081
WPJ/JST PLAN

_— PLAN & PROFILES |
| we | STA 1264

STLE, VRGN
3.1258 EAX:




