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NEW VARIABLE WIDTH

E. MPORARY

gREAD?{\;GTEEASC;ZMENT NEW VARIABLE WIDTH WATER
FOR FUTURE STORM DRAINAGE AND SANITARY
AN DRAIN CULVERT. SEWER EASEMENT
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NEW VARIABLE WiDTH

N
TEMPORARY GRADING M e
FASEMENT FOR FUTURE R T TN
STORM DRAIN CULVERT. ) T END SECTION 2 WATERLINE S——\
7N e AT STA. 20+98, PROVIDE AN

2° TEMPORARY BLOW-OFF

STA. 20+61.8, 24.5" Lt
PROVIDE 8" GATE VALVE

STA. 20452.0, 24.5" Lt ——)
PROVIDE 87x8x8" TEE

STA. 23472.8 20.0° Lt /
PROVIDE 8" GATE VALVE .~ )

A
* - NEW SINGLE—<
\ WATER METER /

LOT 38

N
g
NEW 47 S_‘S.CO.>/ v

SSMH. #3071

o s 0 AND LATERAL
STA, 21+99.66, 6.0°Lt (TYPICAL)

ANGLE=202"31" 25413"

1 e CURYE A=S - .

r - R = 140.00" - _ -
S A= 450228 &

. T =58.08 | e _

- Lo=710.06" _
PC=20+89.60 STA. 21+41, PROVIDE

L PT = 21+99.66 11 1/4° BEND (Horz) /

/-

NEW DOUBLE ———"/%
WATER METER
(TYPICAL) N

¥* NOTE: DUE TO LIMITED SIGHT DISTANCE ALONG

[\f:’l HIGH GATE LANE, NO PARKING SIGNAGE SHALL BE o’
/ Ej INSTALLED FROM STA. 17400 TO 22+25 AND THE
=t PRIVATE DRIVEWAY ENTRANCE FOR LOT 25 SHALL BE
. SSMH #302 / if LIMITED TO FOXFIELD CIRCLE AND NORTH OF THE
- STA. 20489.60, .01 T ‘\\SIGHT DISTANCE EASEMENT FOR LOT 24.
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LOT 25

INLET #3—1

voor STD. Di—3C

THROAT = &'

STA. 13+02.44, 13.07" Lt

PIPE FROM 3—1 to 3-2
45.2'-15" CONC.

MANHOLE #3~2
VDOT 510, MH-2
STA. 17+44.71, 113.0° Lt

PIPE FROM 3-2 to 3-3
88.9'-15" CONC.

INLET #3~3

VDOT STD. DI-38
THROAT = 12°

STA. 1744311, 205" (¢

PIPE FROM 33 to 3-4
38.1'-15" CONC.

INLET #3—4

VvDOT STD. DI-3B8
THROAT = &'

STA. 17+35.11, 20.5" Rt

() STORM DRAINAGE SCHEDULE

PIPE FROM 3—4 fo 3-5
125.1'-15" CONC.

ENDWALL #3-5

STA. 17+35.11, 147.4° Rit.
SPECIAL DESIGN FNERGY
DISSIPATOR, SEE DETAIL
SHT. C—8.

INLET #3-6
VDOT STD. DI-38
THROAT = 12’
STA. 22+10.66, 15,50° Rt

PIPE FROM 3-8 to 3-8
1454157 CONC.

INLET #3—7

VDOT STD. DI-3B

THROAT = 12’

STA. 23+61.52, 1550° Lt
PROVIDE 26.5° STUB OF
15" CONC PIPE AND PLUG

- PIPE FROM 3-7 to 3-8

27.6"-15" CONC.

REVISED:

INLET #3--8
VDOT 570. DI-38
THROAT = 12°

STA. 23+61.52, 155" Rt

" PIPE FROM 3-8 to 3~9
84.0~15" CONC.

INLET §3-9
VOOT STD. DI-388
THROAT = &

STA. 1945261, 20.5" BL.

PIPE FROM 3-3 to 3~10
8&07’—- 18" CONC.

ENDWALL #3—10

STA. 19+52.61, 110.2° Rt
SPECIAL DESIGN ENERGY
DISSIPATOR, SEFE DETAIL

1"=30" GRAPHIC SCALE

REVISED: 10/24/03 per ROANOKE CO 2nd REVIEW
7 /16 /03 per ROANOKE CO. & VDOT 1st REVIEW
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