12" GATE VALVE Z A8 ¢
8" GATE VALVE -y
LINE 350 LINE 350 12" GATE VALVE
- &
— NOTE: X LINE 351 @
CONTRACTOR SHALL COORDINATE INSTALLATION &' & 12" 12"
OF PROPOSED 24" WATER LINE, WITH REPRESENITIVES » o
OF THE PLANTATION PIPE LINE COMPANY INC. ENLARGEMENT "A CROSS @
WHERE CROSSING PETROLEUM PIPE LINES OCCUR, INTERCONNECT W/ EXIST. 8" WATER LINE \
PHONE (704) 864—2603 TS o
g
8 GATE VALVE % X
] "8
-] Fad
ZES
@ H R
g3 ~E B
—LINE 351A g g
LINE 351A 8" TAPPING g g™
— VAE §§ i
g¥ gw @ E
ROP. 8'X8"X8" TEE @ &
TE VALVE W/BOX ©
FIRE STATION PROP. 8" DRESSER COUPLING @
<% RO T MP @ ENLARGEMENT ”B”
A _BEGIN_LINEN3S1A“@-STA 0-+00.00 INTERCONNECT W/ EXIST. 8" WATER LINE
BEGIN LINE 351 STA 0+00.00 ¢\~ SEE ENLARGLMENT B{j?"s SH NTS =
APPROX. STA 5]+90.98 OF LINE 350 ‘<
SEE ENLARGEMENT A #THIS SHEET &
)y g — NOTE: 0
¢ —Z@w \ CONTRACTOR SHALL INSTALL PRESSURE REDUCING VALVES THIS SHEET © »
ALONG MOUNT PLEASANT AND RUTROUGH ROA LOW " o .
/ / N 3617872.25 ELEVATION 1080.00 AND SHALL BE VERIFIED WITH THE 40 LF 12" WATERMAIN A= v
- E 11070472.34 SPECIFICATIONS OF THE FINAL PUMP SELECTED. 60 LF 8 WATERMAIN A, o o
| / / ° 1 EA. 8 TAPPING VALVE =
2 EA. 12" GATE VALVE ) DC_% >
/ 2 EA. 8" GATE VALVE > ™
2 EA. 6" FIRE HYDRANT O B X
/ / & ) X - o 8
/ PLAN VIEW LINE 357 SOTA =
ENGINEER'S SEAL o9
- S
o pud
=
B —— — e
T = — ) :3 = - Cﬁ
940 S 940 940 N 940 O
LN I A 7 AN
L Ay L ) — N, — — \._) 7T—X
935 935 935 935
o o
5 £ 8
930 930 930 = T 930 NE Y &
bbb = = < + +
== [Vl = E—*HOQ'JCD
== = i — U240 IB
ot ot = SQ_‘C’J o |
925 =55 925 925 & % 925 LB ES S
= : EAESZo
;nin' 23 'F;rz l}—(‘. .AOF—‘O
22e = = Zo T E T
foHo—pe : Oo - o
920 920 920 920 O% . .
T R
N n
[=d >
915 ey & 915 915 EXIST GRADE -—-1\‘ 915 ——
T N COVER —— Y REH/ACF
EXIET. Designed By pps
T MIN_OOVER =5 S S Checked By  gpyy
910 s 910 910 910 Date
MARCH 93
S Se——
f Scale
[ - 7 vi 1" =5
905 : 905 905 : —1 905 H 1 = 50
e e N—— il & WATER INE— Plan Nl;;l;:
Zoned
900 900 900 900 NONE
Sheset
iS B 4.2
File Number
0+00 0+50 0-+00 0+50 WATER DEP'T #93-25 C1160




